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THE WORKING CLEARANCE AROUND THE METER SHALL HAVE

A DEPTH OF 3', A WIDTH OF 30°, AND A HEIGHT OF 6'-6".

CAUTION: NO GAS METERS WITHIN 3’ RADIUS
OF METER ENCLOSURE.

CLEARANCE FROM POWER LINES

LOCAL CODE AUTHORITIES MAY HAVE
REQUIREMENTS IN ADDITION TO THOSE
SHOWN.
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15 FOOT BOUNDARY LINE TO NEAREST SPEPA POWER LINE
MEASURED HORIZONTALLY. THE ONLY LINES THAT MAY ENTER
THIS ZONE IS THE SERVICE LINE TO THE METER POLE.

NO ELECTRIC WIRES ARE PERMITTED TO CROSS OVER MOBILE HOME,
MOBILE HOMES ARE NOT PERMITTED TO BE INSTALLED UNDER
ELECTRIC LINES.
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